








SERVICE CHECK

CHART

TROUBLE

PROBABLE CAUSE

REMEDY

Unit not running

No electrical power

Check power source

Check that cold control
is not in off position

Defective cold control
Defective relay

Replace
Replace

Unit running but

not cooling

Refrigerant leak or low
refrigerant

Add refrigerant

Unit running
continuously

Defective cold control
Low refrigerant

Replace
Add refrigerant
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